
Code Reviewed Under: 2012 IRC

Permit Information
Job Address: 5047 MCCLURE LN CASTLE ROCK

Job Type: Building

Description: RS - Stock

Scope of Work: New

Inspection Details
Inspection Date: 03/17/2015

Inspection Time: 12:00 AM

Inspection Type: Rough Electric

Inspection Code: 22

Outcome: Disapproved

Inspected By: Rich Edgett

Charge Reinspection Fee: No

1) Bsmnt north bdrm smoke det not wired
2) Support all ENT in an approved manner
3) Fire dept approval required
OK to insulate pending Frame approval
NOTE: Subpanel feeder: 6 AWG SER in thermal insulation (40A max OCP)

Comments

Douglas County Building Division
100 Third Street STE #20
Castle Rock, CO 80104
Phone: 303.660.7497
Email: dcbuilding@douglas.co.us

Permit Number:

Inspection Number:

14-05263

03154722

Building Inspection Report


