
Code Reviewed Under: 2012 IRC

Permit Information
Job Address: 14119 FOREST LN LARKSPUR

Job Type: Building

Description: RS - Residential

Scope of Work: Addition

Inspection Details
Inspection Date: 01/19/2017

Inspection Time: 12:00 AM

Inspection Type: Final Electric

Inspection Code: 42

Outcome: Disapproved

Inspected By: Greg Lillmars

Charge Reinspection Fee: No

1. Inter-system bonding terminal is required.
2. Lighs at the front door (exterior) aren't working.
3. grounding electrode conductor needs to be terminated on the Neutral buss bar. in the maain disconnect.

Comments

Douglas County Building Division
100 Third Street STE #20
Castle Rock, CO 80104
Phone: 303.660.7497
Email: dcbuilding@douglas.co.us
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