
Douglas County Building Division
100 Third Street STE #20
Castle Rock, CO 80104
Phone: 303.660.7497
Email: dcbuilding@douglasco.gov

Permit Number: 23-21414

Inspection Number: 03968251

Building Inspection Report

Code Reviewed Under: 2021 IBC

Permit Information
Job Address: 8367 N RAMPART RANGE RD LITTLETON

Job Type: Building

Description: CM - Commercial

Scope of Work: New

Inspection Details
Inspection Date: 05/12/2025

Inspection Time: 2:24 PM

Inspection Type: Final Electric

Inspection Code: 42

Outcome: Disapproved

Inspected By: Jeremy Bock

Charge Reinspection Fee: No

Comments
1. GFCI protection required at door opener outlets
2. GFCI protection required at receptacle within 6 ft of sink basin at utility room
3. Below grade outlets require GFCI protection-check all
4. GFCI receptacle at tanks in basement must be readily accessible
5. Cover photo eye to test monument sign
Note-fire dept and final building inspections not approved


